R SYMBOLS s
CONOUIT CONCEALED 1N WALL OR CRILING. 2- 912 OR AS INDICATED BY TICKS, v

. ——— - CONDUIT EXPOSED ON SURFACE,

; ) . [CJ®LworESCENT LIGHTING FIXTURE RECESSED, UNLESS NOTED.

by - WO 1%-I15Y DUPLEX RECEPTACLE. MOUNT @ +11°. HUBBELL S262

LIGHTING FIXTURES
@ RECESSED FLUORESCENT I'x4' TWO- LAMP 430MA. 4° DEEP
. FOR DROP IN MOUNTING IN EXPOSED T-BAR CEILING. FINTURE
- SHALL BE EQUIPPED WITH FRAMED PRISMATIC ACRYLIC LENS,

c ~— L Q)-FAOCW LAMPS AND 277V BALLASTS PER. SPECS. - J
_. 0, - - SUNBEAM PCXA 8iIL2-2T7 ¢
— — SALVAGE, CLEAN, RELAMP { INSTALL EXISTING & INDUSTRIAL 800MA
Sy qonar. @ 2 LAMP FIXTUER WITH §GG-CRATE LOUVERS.
REMOVE. REcer] - :

A

i NOTES cotak
1. REFER TO DRAWINGS 303-019 SHT E3 REVA FOK B

4 DEMOLITION WORK REQUIRED AND FOR EXISTING CONDITIONS. \ P

2 EXISTING LIGHTING SWITCHES & POINTS OF CONNECTION ARE T {

SHOWN WITH LIGHT LINES ONTHIS DRAWING
Id NEW WORK REQUIRED IS SHOWN WITH HEAVY LINES.

REFER TO DRAWING 303 GEN EI52 REVISION | FOR 7, N -
WORK REQUIRED ON EXIST. FIRE ALARM SYSTEM. “ B
5. ALL EQUIPMENT REMOVED SHALL B% HANDLED WITH CARE

: AND DELIVERED TO ON'S(TE STORAGE AS DIRECTED BY
4 - ROCKWELL INTERNATIONAL. .
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